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Connection to Village Water and Sewer Lines
A written request for a permit to connect to the water and wastewater systems shall be submitted to the water/wastewater office.  The applicant shall have valid proof that a building permit has been issued to him by the Building Department before a permit can be issued.

                                   Water Installation

The applicant must pay for all costs associated with the expense of installing the tap, including any extra back fill, any paving, any curb or gutter repair made necessary by the tap.  The applicant will be billed for any additional charges based on the record of cost kept by the Water Department, after the tap is completed.  Payment for any additional charges incurred while making the tap will be due and payable no later than thirty days after the billing date, unless prior written arrangements are approved by the Village of Baltimore.  

Meter General Specifications:  The Village of Baltimore reserves the right to require specific styles and brands of water meters.  We reserve the right to reject used water meters due to age, condition, or other reason.  No meter smaller than ¾” may be installed in a new building or residence.  The meter shall register in U.S. gallons.  The size of meter will correspond with the size of the water service line.  All new meters will be ordered by the village and paid for by the customer.  All new meters will become the property of the Village of Baltimore so that effective repair and replacement work can be accomplished.

Meter Installation:  Meter connections and settings will be furnished by the water department.  The plumbing shall be completed before the meter is installed.  The plumber shall leave a 12-1/2 “ space for the meter.  The meter will be installed by the Village of Baltimore Water/Wastewater Department authorized employee or agent.  All meters shall be installed in a convenient location readily accessible for reading and maintenance, and shall be properly protected from damage.  All meters must be set parallel to the floor; no vertical settings shall be allowed.

Remote Readout Dial Installation:  The contractor, builder, etc., shall notify the Water/Wastewater Office that they are ready for installation of the remote readout wires that control the remote readout dial.  Upon notification and payment for the meter, wires will be run by the authorized employee or agent of the village.  Meters will be installed when plumbing is completed.

Meter Shut-Off Valve:  All  new meters shall have one ball valve in the inlet piping.  Such shut-offs shall be readily accessible.  On the outlet side of the meter there shall be a gate valve or check valve.

Water service branches or connections between the water main and the building to be served shall be constructed or installed in accordance with the standards of the water department.  The size of the service line shall be not less than ¾ inch line for a single family residence.  All service lines shall be installed with at least four and one-half (4-1/2) feet of cover.  No person shall install a service line in the same excavation with a sewer line.

All service lines shall be of copper tubing, type “K” , or plastic (with a tracer wire)  with a test of 160 PSI or more, whichever is preferred by the owner.  The portion of the service line between the property line or curb box and the building served shall be installed and maintained by the property owner at the property owner’s expense.  

Sanitary Sewer Installation

All costs and expense incidental to the installation and connection of the building sewer shall be borne by the property owner.  The owner shall indemnify the village from any loss or damage that may directly or indirectly happen by the installation of the building sewer.

All excavation required for installation of a building sewer shall be open trench work unless otherwise approved by the Service Superintendent.  Pipe laying and backfill shall be performed in accordance with ACTM Specifications except that no backfill shall be placed until the work has been inspected by an authorized village employee or agent.  All excavations for building sewer connections shall be adequately guarded with barricades and lights so to protect the public from hazard.  Streets, sidewalks, parkways and other public property disturbed in the course of the work shall be restored according to Chapter 1002 of the village’s Codified Ordinances.
All sanitary sewers and house laterals shall be inspected during construction by an authorized village employee or agent to insure compliance with the plans and specifications and these rules and regulations.  No sanitary sewers or laterals shall be covered with backfill until such have been inspected and approved by the village.

No entity requiring sanitary sewer service shall be physically connected to a sanitary sewer or lateral in the Village of Baltimore until a permit for such connection is secured from the Water/Wastewater Office.  Application for such sewer permit shall be made by the owner of the property desiring sewer service.  Such application shall be accompanied by the connection fee established by Village Council.  In making such application for a permit, the owner shall agree to comply with and be bound by the rules and regulations as contained herein, and as they may be amended from time to time. 


